I(e@ DPA3 DIN Rail Mounting Accessory

We Make It Easy Installation and Operation Instructions

DIN RAIL MOUNTING
Attach the DIN Rail Mounting Accessory to the back of the enclosure using the two screws provided (see Figure 1). To mount the

sensor on the DIN Rail, place the bottom of the DIN Rail Clip into the 35mm DIN Rail and push the unit upward to engage the spring
clip. Now press the top of the unit back until it locks into place (see Figure 2).

Figure 1: DIN Rail Mount Installation
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Figure 2: DIN Rail Mounting
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